Northern China has rich wind power and photovoltaic renewable resources. Combined Heat and Power (CHP) Units to meet the load demand and limit its peaking capacity in winter, to a certain extent, it results in structural problems of wind-solar power and thermoelectric. To solve these problems, this paper proposes a plurality of units together to ensure supply of heat load on the premise, by building a thermoelectric power peaking considering thermal load unit group dynamic scheduling model, to achieve the potential of different thermoelectric properties peaking units of the excavation. Simulation examples show, if the unit group exists obvious relationship thermoelectric individual differences, the thermal load dynamic scheduling can be more significantly improved overall performance peaking unit group, effectively increase clean energy consumptive.
Introduction
According to the planning target is expected to "13th Five-Year" at the end, hydropower, wind power, photovoltaic power generation of state Grid installed capacity will be increased to 270 million kilowatts, 220 million kilowatts and 110 million kilowatts, a total of 600 million kilowatts, wind and other new energy consumptive issues will be more prominent. The scenery of the consumptive problem, to a certain extent trapped in the uncoordinated system integration mode of intermittent renewable energy and traditional energy. With China's "Three North" area as an example, the winter scenery resources is very rich, but the power peaking resources can participate in the scenery consumption，which is further compressed because the CHP power determined by heat load. On the other hand, compared with the thermoelectric power generation, CHP has obvious economic advantages; CHP units will be further increased. In order to further improve the energy efficiency of the proportion a large number of existing research show that two of coexistence will give the power peaking difficult [1] - [10] . Therefore, how to coordinate the contradiction between the CHP unit and the grid is a hot topic in recent years.
The paper [1] - [10] are from the operation angle, unified scheduling of thermal load and electrical load, expend the existing model of the economic operation of the power grid, added the new thermal operation constraints, in order to promote clean energy consumption as much as possible under the heat load.
Most of the literatures put forward a core idea to solve the problem is to strengthen the peak load capacity of power network side. The theory on the unified dispatching of combined heat and power is a better solution with other types of thermoelectric power optimization techniques, but these methods require more complex external data, need the power supply and heat supply to realize the integration of scheduling, it is difficult under the current scheduling model Paper [11] according to the manufacturer's demand curve for thermoelectric units, with total heat consumption minimum as the goal to solve the optimal load distribution scheme for electric power dispatching, this model is suitable for departments to provide a power unit group load, and by the unit group complete electrical load distribution, it is similar to economic dispatch which change the optimization goal to the minimum heat consumption, but it doesn't consider the constraints of the operation of the power grid side. Paper [12] through hardware investment, put forward in large pumping configuration through the heat storage steam power plant to improve the peaking capability of the unit scheme, operation characteristics of electric heat storage configuration before and after thermal power unit is analyzed and modeled. The results show that the thermal load level in the middle of the given heating the configuration, thermal storage unit makes the peaking capacity improve significantly.
Due to "power determined by heat" mode, CHP units must ensure the supply of heat load, which limits the peak load capacity. For the operation of the power grid, the power range of the CHP unit considering the heat load demand is the boundary condition of the economic dispatch. In the actual production of electric power for some reason, a thermoelectric unit limit on the difficult to adjust, on the other hand, the heat load of a region in different units between the distribution did not take into account the overall peak load regulation, so the actual peak load capacity of CHP units should have greater potential. By paper [11] shows that the coupling between heat and electricity can be described by the relationship curve of unit heating, different units have different curves, multi unit between the premise of meeting the total heat load demand under the existence of a whole peak performance optimal thermal load distribution scheme. So the paper that in premise of heat load demand, by considering the thermal transport unit peak load capacity of power network thermal load dispatch model, power operation range can be further optimized CHP units, if the power is transmitted to the regular interval power dispatching departments can enhance the scenery of the clean energy consumptive ability.
Performance Analysis of CHP Units

Thermoelectric Analysis of CHP Unit
Thermo-electric relationship curve is the key for analyzing units' heat load supply and electric power regulation, thus it's proper to start with the relationship for the study of units' peak-load regulating performance. It's illustrated in Figure 1 the schematic diagram of classical thermo-electric relationship curve, among which the horizontal ordinate is electric power P and the vertical coordinate is the heat load capacity of suction Q. Through the analysis of such kind of curve, as the capacity of suction Q is given, electric power's limits are determined by the bound curves of the two sides, which are called the lower bound P min and upper bound P max respectively. Besides, the regulation interval P ran = P max − P min . In all, the greater the capacity of suction Q, the smaller the regulation interval P ran .
As the bound lines are a series of irregular curves, for convenience of model building later, the bound curves are piecewise linearized, as in Figure 1 
where a 1 , a 2 , b 1 , b 2 are known constants.
In air extraction interval 1, when the capacity of suction Q is given, expression of limits regulation interval P 1,ran is as Equation (2). Figure 1 . A sketch map of thermoelectric relationship curve.
When traditional thermal units need to be transformed to CHP units, as the traditional thermal power units' performance varies, thermoelectric relationship curves have also their differences in some constant. What's more, by equipped with different thermal storage devices, the curves can be adjusted later [5] .
CHP Units Operational Cost Analysis
In the traditional economic dispatch of thermal power units, coal consumption (operational cost) of units is normally expressed as a quadratic curve, while the operational cost of CHP units could be expressed as a quadratic curve of electric power and heat power of the units as in Equation (3).
where c is a constant term, a p and b q are linear and quadratic coefficient of the heat power, d qp is the thermoelectric coupling coefficient. For one unit, when the thermoelectric coupling optimization objective only contains the supply of heat or electricity, its operational state is the most economic under rated power through the analysis of the quadratic curves. However, if the supply cost of heat and electricity are considered simultaneously, the determination of optimal value is relatively complicated. The linearization or proper decoupling method is the key of solving the problem.
Heat Load Dynamic Dispatch Model Considering Power
Grid Peak-Load Regulation
CHP Traditional Optimization Dispatch Model
CHP optimal dispatch problem is normally the realization of the minimum of whole operation cost while satisfying various kinds of related constraints of the units operation, heat grid and electric grid.
where, in Equation (4), f i is the operational cost of unit i, constraints in Equation (5) mainly include electricity balance, heat balance and various kinds of inequality constraints. The model has been illustrated in literature [1] - [10] , and not explained here.
Heat Load Dispatch Optimization Objective
The main purpose of this paper is to improve the power grid peak-load regula-tion performance and promote wind/photovoltaic clean energy accommodation by distributing the proper heat load. The peak-load regulation performance could be considered in two aspects, one is to maximize the electric power regulation interval of the whole CHP units, the other is to minimize the units' downward output ability that is to release more generation space in load valley periods. In the work of power grid dispatching schedule, these two aspects may all affects its peak-load regulation performance, while in periods of electric power load valley, the latter has a more direct influence of wind/photovoltaic accommodation. As illustrated above in 2.1, when there are several CHP units whose heat and electric bound curves seem inconformity, there is a heat load distribution scheme to maximize units' integral electric power regulation interval P sum,ran or minimize units' integral electric power output while satisfying the heat load requirement. It's normally conducted as dynamic economic dispatch according to the load requirements in different time intervals, what's more, heat load is also affected by various kinds of weather situation in the outside world in the dispatching cycle. Thus this paper builds the dynamic load distribution model of the heat load requirement in the dispatching cycle. The optimization objectives can be chosen as Equations (6) or (7) according to requirements. 
where P i,t,ran , is the limit regulation ability of unit i when the heat load Q is given, N is the total number of thermal power generation units, and T is the total time intervals. 
where P i,t,min is the minimum electric power of unit i at time t when the unit's heat load Q is given.
As the load regulation pressure normally exists in electric load valley periods, the model is simplified for pertinence and the optimal objective is focused on specific time intervals.
Heat Load Regulation Constraints Condition
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where Q load,t is the total amount of heat load at time t and Q i,t is the heat power of unit i at time t.
2) Electric load requirement constraints
In economic dispatch with heat load, electric load requirement of power grid is no need. However, different electric load requirements have directly influenced the supply of heat load. Thus electric load constraints would be considered in form of load requirement intervals.
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where P load,t,min and P load,t,max are the lower and upper bounds of electric load requirements respectively. P i,min,t and P i,max,t are the lower and upper bounds of electric power respectively when the capacity of suction is given. The meaning of the equation is that all the units' electric power sum should meet the limits bound constraints of load.
3) Thermoelectric coupling constraints
As the thermoelectric relationship curve in Figure 1 , the optimization objective would make the results in the bound of thermoelectric relationship, i.e. the linear relationship curve. The thermoelectric coupling constraints could be realized using Equation (1).
4) Heat power operation constraints
As constrained by the unit's operational condition, units' heat power needs to meet heat power operation constraints.
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where Q i,max and Q i,min are the maximum and minimum capacity of suction, Q i,up is the added capacity limit of suction in adjacent time intervals of unit i and Q i,down is the reduced capacity limit of suction in adjacent time intervals of unit i which can be perceived as heat power climbing constraints.
5) Electric power operational constraints
The units should also meet the electric power operational constraints.
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In Equation (11), P i,min and P i,max are the lower and upper output limit of unit I respectively, P i,up and P i,down are the upper and lower limit of electric power climbing rate of unit i respectively.
The Processing Mode of the Piecewise Thermoelectric Relationship Curve
In practice, a CHP unit's thermoelectric relationship curve is not described with two linear curves in one pump interval but maybe a series of irregular curves as in Figure 1 . Besides, this model building could not be realized only according to two former sections. As in Figure 1 , different units are in different intervals of heat supply, thus corresponding to different P-Q relationships, there for the model above could not determine the relationship equation adopted between P-Q.
To solve the problems above, the model should be improved. The method adopted in this paper is to transfer the problem into MIP with 0 -1 binary variables by piece-wise linearization. The strategy built here is as follows.
1) First, to piece-wisely linearize the thermoelectric relationship curve according to its calculation accuracy acquirement and the unit is split into various virtual units according to total sectional number. The relationship curve in figure 1 is split into 4 virtual units and their thermoelectric operational performances are corresponding to pump interval 1 -4.
2) To build a 0 -1 binary variable S f,t for the split virtual units. As for capacity of suction in each time interval can only drop in one pump interval, thus the split units should meet the following virtual on-off constraints. where S f,t is the on-off state of split virtual unit f and I is the former physical unit I.
3) Through adding 0 -1 binary variable of virtual units, the objective function and constraints in 2.1 and 2.2 are improved, i.e. Equation (7) is changed into Equation (13). In Equation (13), N ' is the total units number including virtual units, for non-virtual units, S i,t = 1. For constraints, i.e. Equation (10) is changed into Equation (14).
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Other expression can also been built in the model according to similar method. As for model solving, it's a classical MIP which can be solved by mature commercial programming solver CPLEX.
Example and Analysis
In order to verify the correctness of the proposed model and the degree of improvement to the peak load capacity of power network, this paper constructs a 10 machine system. Among them, the unit 1 and unit 2 are made up of two pumping intervals, the unit 3 -8 are composed of a pumping interval, the thermoelectric power of the unit 9 is a simple linear relationship, the unit 10 is composed of the of 4 pumping intervals (due to space limitations, the specific parameters of the unit is no longer listed). According to the modeling method proposed in this paper, it is divided into 15 units, including the virtual unit, and the model is solved on the Xeon E7420 2.13 GHz server, and calculation time is less than 1 second. The thermoelectric parameter of the unit is shown in Table  1 . The predicted heat load requirements are shown in Figure 2 . The predicted load demand is shown in Figure 3. 
Analysis on the Influence of Peak Regulation
In order to validate the effect of peak regulation performance, an example to the overall power output is minimized as the optimization objective, the results of the calculation of the first time section are shown in Table 1 . Now the lower power limit of total ten units is 1337 MW.
If the heat load can be allocated according to the heating capacity of the unit, then solve the electricity power adjustment interval of each unit according to the distribution of heat load, the results are shown in Table 2 . 
Analysis of the Economic Impact of the System
In fact, the thermal load distribution is the most economical choice according to model which formula (4 -5) show, this paper will make economic comparison according to two ways, which is the load mode and the heat capacity mode. The coefficients in the formula (3) are based on the data in paper [7] . Assuming that the electrical power in the two models is the same, only consider the economic differences caused by the different thermal power allocation. The results are shown in Table 3 . The total cost of peak regulation mode specific heat capacity mode increased by 2.3%. Because thermal power plant does not get additional benefits in wind power consumptive process, but pay the extra cost, so how to give economic subsidies to thermal power plant in this case is a problem needed to be further investigated.
Thermal Load Sensitivity Analysis
In accordance with the heat load requirements shown in Figure 2 for the entire cycle of heat load distribution, there will be a unit to participate in the adjustment of heat load. According to the simulation curves of thermoelectric units in the calculation results show that unit 1, 2, 5, 9, 10 were not involved in the constant adjustment and unit operation with a constant pumping quantity, unit 3, 4, 6, 7, 8 is responsible for stabilize the fluctuation of heat load.
It can be seen from the analysis that the principle of load distribution depends on the slope of the thermoelectric relationship a, when the a is greater that a small amount of electricity power limit can be realized with large heat load fluctuation change, when take the strongest peak load capacity as the optimization objective, the smaller the slope a is, the more suitable for the base heat load.
If you want to achieve a more detailed allocation of heat load, in accordance with the model proposed in this paper, only need to increase the divided number of CHP unit pumping interval. When the thermal power relationship curves of all the units are divided into enough piecewise linear functions, the optimization results can be obtained with high accuracy. Of course, this measure will also increase the amount of calculation model.
Electric Load Sensitivity Analysis
Because the demand of electric load will directly affect the heat load of the unit, it is necessary to analyze the influence of the change of electric load on the optimal allocation of heat load. For the electric load demand curve in Figure 3 , the first assumption is that the system needs to further reduce the active power output of the unit, and the lower limit of the power demand is reduced by 100 MW, at this point, the model has no solution. When the upper and lower limits of electrical power are increased by 100 MW, the system can get the same results as the previous data. However, if the electric power to improve 200 MW, this time must also improve the heat load requirements, increase the heating capacity, or the model is also no solution. The simulation results show that in the premise of heat load supply, electric power boundary model has been obtained close to the boundary, the boundary data of the power range is more sensitive, but also
shows that the proposed model can be used to obtain a more accurate range of electric power.
Conclusion
For the CHP unit limit the peak regulation capability of the unit to ensure the supply of heat load, which causing the problem of wind and light insufficient consumptive, this paper put forward to supply multiple units together to ensure the heat load, give full play to the potential of different of peak thermoelectric properties set. In this paper, CHP power group thermal load dynamic scheduling model considering peak load regulation, and puts forward solutions to the irregular power curve. The simulation example shows that if there are obvious differences between the relationship between the thermal power unit inside the individual heat load dynamic scheduling method of multi-unit can ensure the load requirements effectively improving the peak load capacity of CHP unit. Of course, due to the purchase of thermal power peaking at the expense of benefit is a need for further study of economic problems.
